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ROOFING REQUIREMENTS



Assembly Uses Information


Assembly occupancy includes, among others, the use of a building or structure, or a portion thereof, for the gathering of persons for purposes such as civic, social or religious functions: recreation, food or drink consumption or awaiting transportation.

	A room or space used for assembly purposes with an occupant load of less than 50 persons and accessory to another occupancy shall be classified as a Group B occupancy or as part of that occupancy.

	A room or space used for assembly purposes that is less than 750 square feet in area and accessory to another occupancy shall be classified as a Group B occupancy or as part of that occupancy.

	Assembly Group A-2:
· Banquet Halls
· Night clubs
· Restaurants, cafeterias and similar dining facilities
· See the 2021 Arkansas Fire Prevention Code, Volume II, Section 303.3 for more uses

Assembly Group A-3:
· Community halls
· Dance halls
· Places of religious worship
· Pool and billiard parlors
· See the 2021 Arkansas Fire Prevention Code, Volume II, Section 303.4 for more uses

Automatic Sprinkler Systems

An automatic sprinkler system shall be provided throughout buildings and portions thereof used a Group A occupancies.

Group A-2:	An automatic sprinkler system shall be provided throughout stories containing Group A-2 occupancies and throughout all stories from the Group A-2 occupancy to and including the levels of exit discharge service that occupancy where one of the following conditions exists:
· The fire area exceeds 5,000 square feet
· The fire area has an occupant load of 100 or more
· The fire area is located on a floor other than a level of exit discharge serving such occupancies.

Group A-3:	An automatic sprinkler system shall be provided throughout stories containing Group A-3 occupancies and throughout all stories from the Group A-3 occupancy where one of the following conditions exists:
· The fire area exceeds 12,000 square feet
· The fire area has an occupant load of 300 or more
· The fire area is located on a floor other than a level of exit discharge serving such occupancies

Portable Fire Extinguishers

Portable fire extinguishers shall be installed in the A-2 and A-3 occupancies in accordance with the 2021 Arkansas Fire Prevention Code, Volume II, Section 906.2.

Fire Alarm System

A manual fire alarm system that activates the occupant notification system in accordance with the 2021 Arkansas Fire Prevention Code, Volume II, Section 907.5 shall be installed in Group A occupancies where the occupant load due to the assembly occupancy is 300 or more, or where the Group A occupant load is more than 100 persons above or below the lowest level of exit discharge.  

There are exceptions to this in the 2021 Arkansas Fire Prevention Code, Volume II, Section 907.2.1.

Exit Marking, Emergency Lighting and Directional Exit Marking

Illumination shall be provided in the means of egress in accordance with the 2021 Arkansas Fire Prevention Code, Volume II, Section 1008.2.  Under emergency power, means of egress illumination shall comply with the 2021 Arkansas Fire Prevention Code, Volume II, Section 1008.3.

Exits and exit access doors shall be marked by an approved exit sign readily visible form any direction of egress travel.  The path of egress travel to exits and within exits shall be marked by readily visible exit signs to clearly indicate the direction of egress travel in cases where the exit or the path of egress travel s not immediately visible to the occupants.

Accessibility

At least one accessible route within the site shall be provided from public transportation stops, accessible parking, accessible passenger loading zones and public street or sidewalks to the accessible building entrance.  2021 Arkansas Fire Prevention Code, Volume II, Section 1104.

[bookmark: _GoBack]Each toilet room and bathing room shall be accessible unless accessed only through a private office, not for common or public use and intended for use by a single occupant.  2021 Arkansas Fire Prevention Code, Volume II, Section 1110.2. 
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